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1. Introduction 1 

Q1. Please state your name, occupation, and business address. 2 

A1. My name is Douglas Best.  I am employed by Vermont Electric Power Company, 3 

Inc. (“VELCO”) as a Project Manager.  My business address is 366 Pinnacle 4 

Ridge Road, Rutland, Vermont  05701. 5 

 6 

Q2. Please describe your education and employment background. 7 

A2. I have worked in the electric utility industry for 28 years in the areas of System 8 

Operation, Engineering and Project Management.  I worked for Central Vermont 9 
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Public Service Corporation from 1989-2000 and with VELCO from 2000 to the 1 

present.  My resume is included with this filing as Exhibit Petitioner DEB-1.  2 

 3 

Q3.  Have you previously provided testimony before the Vermont Public Utility 4 

Commission  (“PUC”)? 5 

A3. Yes, I provided testimony in Docket No. 8385 regarding VELCO’s so-called 6 

Newport Project.   7 

 8 

2. Testimony Overview 9 

Q4. What is the purpose of your testimony? 10 

A4. My testimony supports the Petition by VELCO for a Certificate of Public Good 11 

(“CPG”) pursuant to 30 V.S.A. § 248 with respect to: (1) upgrading VELCO’s 12 

existing substation located at 109 Nason Street; (2) installing new components 13 

inside a tap station fence yard located at 39 McCracken Road; and (3) modifying, 14 

removing, or replacing six structures associated with a 115 kV tap line, located 15 

between the substation and tap station (collectively referred to as the “Project”).  16 

My testimony: (1) introduces the other witnesses offering testimony in support of 17 

the Project; (2) provides an overview of the proposed Project and the proposed 18 

schedule for Project completion and timing of needed CPG approvals; (3) 19 

provides a summary cost estimate and the expected cost treatment; and (4) 20 

explains how the proposed Project addresses a subset of the criteria under Section 21 

248.   22 

 23 
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Q5. Please identify each of the witnesses other than yourself that will submit 1 

testimony, as well as the scope of their testimony. 2 

 3 

A5.  In support of this Petition, VELCO submits the prefiled testimony and exhibits 4 

sponsored by the following witnesses: 5 

 Witness   Subject 6 

Ed McGann   Discusses the engineering and design details for the  7 
    substation and tap station 8 

 9 
Bill McNamara Discusses the engineering and design details for the 10 

tap line work  11 
 12 
Andrew McMillan Provides an assessment on the environmental and 13 

historic sites criteria for the Project and VELCO’s 14 
disposal methods 15 

 16 
Mike Buscher Discusses the Project’s compliance with the 17 

aesthetic criterion 18 
 19 

 20 
Q6. Please describe the existing VELCO St. Albans substation, tap station and tap 21 

line, and noteworthy historical events.    22 

A6. VELCO’s St. Albans substation is located at 109 Nason Street, in the Town of St. 23 

Albans, Vermont, and is connected to the VELCO electric transmission network 24 

in northwest Vermont and connects to the Green Mountain Power (GMP) Nason 25 

Street 34.5 kV substation and GMP 34.5 kV system in the St. Albans area.  The 26 

existing St. Albans substation is connected to a 115 kV radial tap line.  The 27 

substation contains two transformers, 18/24/30 MVA and 30/40/50 MVA, with 28 

associated 115 kV circuit switchers and 34.5 kV breakers.  The substation 29 

includes one 20’ x 20’ control building, disconnect switches, auxiliary equipment 30 
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and structures, and associated bus work, which are all contained within a fenced 1 

yard that is shared with GMP.  VELCO originally constructed the substation in 2 

1958, which included a 15/20/25 MVA transformer, 34.5 kV oil circuit breaker 3 

(OCB), steel structures, ancillary equipment and the control building.  In 1967, 4 

VELCO installed a second 15/20/25 MVA transformer, 34.5 kV OCB, steel 5 

structures and ancillary equipment.  In 1985, VELCO installed two 115 kV circuit 6 

switchers as part of the differential scheme to protect the transformers.  The 7 

second transformer experienced high levels of dissolved gas and VELCO replaced 8 

it in 2003 with a new 18/24/30 MVA unit.  In 2013, the first (original) 9 

transformer experienced high levels of ethane, methane and hydrogen gas and 10 

VELCO replaced it with a rebuilt 30/40/50 MVA unit, under Dockets 8033 and 11 

8085.  Recent failures of the 34.5 kV station service transformer (2012) and 34.5 12 

kV instrument voltage transformer (2016), resulted in outages to GMP customers.  13 

VELCO identified a failed interrupting bottle on a 115 kV circuit switcher in 14 

2016 and replaced that without incident. 15 

 16 

 The St. Albans tap station is located at 39 McCracken Road, in the Town of St. 17 

Albans, Vermont and is approximately one (1) mile west of the substation.  The 18 

function of the tap station is to remotely isolate the 115 kV lines between 19 

Highgate and Georgia.  VELCO constructed the tap station in 2004, and it 20 

includes steel structures, switches and a small control building, all within a fence 21 

enclosure.   22 

 23 
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 The St. Albans tap line is approximately one (1) mile in length and transports 115 1 

kV power to the substation.  VELCO originally constructed the line in 1958, 2 

along with the substation.  A manually operated line disconnect (switch number 3 

214) is located several hundred feet east of the tap station.  VELCO uses the 214 4 

disconnect switch to isolate and de-energize the 115 kV line to the substation.                       5 

 6 

Q7. Please describe the primary deficiencies of the existing St. Albans substation and 7 

proposed solutions. 8 

A7. VELCO developed an evaluation criterion that it used to conduct a condition 9 

assessment of the substation.  VELCO is providing the Substation Condition 10 

Assessment (Assessment) under seal as CEII as Exhibit Petitioner DEB-2.  The 11 

Assessment identified the need to replace some of the equipment due primarily to 12 

condition, but design standards and operating practices were also taken into 13 

consideration.  In general, VELCO proposes to address the majority of the 14 

substation concerns by performing in-kind replacement and modifications of the 15 

existing equipment.  Below describes the major elements of the Assessment and 16 

recommendations.  Mr. McGann’s testimony and exhibits include further 17 

engineering and design details of the proposed substation upgrades.   18 

 19 

 Long Range Planning and Future Considerations 20 

VELCO assessed the long term need for the substation as well as its system 21 

configuration and geographical location.  The Assessment determined the 22 

substation was still necessary, but the combined 80 MVA of transformation was 23 
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no longer necessary to support the St. Albans area loads, for the foreseeable 1 

future.   2 

 3 

VELCO recommends replacing the two existing transformers with a single 4 

33.6/44.8/56 MVA transformer from VELCO’s spare fleet.  The proposed 5 

transformer will support the area loads for the foreseeable future, and also has the 6 

added benefit of a Load Tap Changer (LTC), which is used to control the 34.5 kV 7 

output voltage.  Reducing the number of transformers in the substation reduces 8 

project costs and the two existing transformers will be used in the future to 9 

replace other transformers on the VELCO system. 10 

 11 

Existing Protection and Control (P&C) System 12 

The Assessment noted the existing electromechanical relays are from the original 13 

substation installation, are considered obsolete by the manufacturer and spares 14 

may not exist.  The relays show signs of operational degradation, requiring 15 

numerous re-calibrations, and internal component failures have resulted in 16 

misoperations.  The existing P&C lacks both redundancy and separation, and does 17 

not adequately provide backup protection for 34.5 kV line faults on the GMP 18 

feeder circuits.  Other deficiencies include:  limited 115 kV line protection, no 19 

115 kV circuit switcher protection and no 34.5 kV breaker failure protection. 20 

 21 

To address the deficiencies, VELCO is proposing to install new 115 kV line and 22 

transformer P&C systems as part of the Project.  The existing P&C systems will 23 
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remain in service during construction and VELCO will properly dispose of them 1 

upon Project completion, in accordance with VELCO’s disposal methods.     2 

 3 

Existing DC Station Service 4 

VELCO’s standard direct current (DC) station service at a substation is comprised 5 

of two 125 volts DC battery banks, two battery chargers and DC transfer 6 

switches.  The DC station service is an integral part of the P&C system, as it 7 

provides power to the protective relays.  The DC station service is also used to 8 

provide DC power to other equipment such as security systems, emergency 9 

lighting and communication systems, and is sized specifically to support the DC 10 

load at a substation.       11 

 12 

The existing DC station service has only one battery bank and charger and is in 13 

satisfactory condition.  The existing battery bank and charger are not adequately 14 

sized to support the proposed DC load, but can potentially be used as a 15 

maintenance replacement at another substation in the future.  The existing DC 16 

battery bank and charger will remain in service during the Project’s construction 17 

phase, before it is returned to VELCO inventory.           18 

 19 

Existing AC Station Service 20 

 VELCO’s standard alternating current (AC) station service at a substation is 21 

comprised of two or more redundant 120/240 volts AC sources, and the sources 22 

could be a combination of AC station service transformers and generators.  The 23 
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AC station service is used to provide AC power to equipment such as battery 1 

chargers, lights, control building heat, pumps and fans.   2 

 3 

 The existing AC station service does not have redundancy, nor does it have an on-4 

site emergency generator.  VELCO installed the existing station service 5 

transformers in 2012 as a result of a failure, but these units were previously 6 

retired from another substation and actually manufactured in 1974.  Due to the 7 

construction sequence of the Project as further discussed below, VELCO proposes 8 

to install new station service transformers.  VELCO will also install an on-site 9 

emergency generator for redundancy.  The existing AC station service will remain 10 

in use during construction.  Upon Project completion, VELCO will evaluate 11 

whether to dispose of the existing station service transformers in accordance with 12 

VELCO’s disposal methods or return them to VELCO’s inventory.             13 

 14 

Existing 115 kV Circuit Switchers 15 

Circuit switchers can be used as part of a transformer differential scheme that will 16 

isolate a transformer for various fault conditions.  The circuit switcher is a 17 

technical solution for transformer protection and isolation, but does have 18 

drawbacks and limitations.  As an example, depending on the manufacturer and 19 

style, circuit switchers installed on elevated structures are inherently more 20 

difficult to maintain and also do not have integral current transformers that can 21 

provide overlapping zones of protection.  When provided the opportunity in 22 

capital project upgrades, VELCO will utilize a circuit breaker instead of a circuit 23 
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switcher.  A circuit breaker is located closer to the ground, has internal bushing 1 

transformers and includes other miscellaneous features not found on a circuit 2 

switcher.       3 

 4 

VELCO installed the St. Albans 115 kV circuit switchers as part of a transformer 5 

differential scheme intended to isolate the associated 115/34.5 kV transformer(s) 6 

for various fault scenarios.  The Assessment revealed the circuit switchers are 7 

located on elevated structures, lack current transformers and do not have self-8 

monitoring systems.  The short circuit analysis of the circuit switchers also 9 

revealed some limitations in regard to fault clearing capability.    10 

 11 

Since VELCO will use only one transformer at the substation, VELCO proposes 12 

to replace the associated 115 kV circuit switcher with a 115 kV SF6 circuit 13 

breaker that was recently removed from another substation.  Upon Project 14 

completion, VELCO will remove the existing 115 kV circuit switchers from the 15 

site and properly dispose of them in accordance with VELCO’s disposal methods.    16 

 17 

Existing 34.5 kV Circuit Breakers 18 

 In 2007, VELCO contracted KEMA to perform a general assessment of VELCO’s 19 

system (2007 KEMA Study).  KEMA recommended VELCO develop a phase-out 20 

plan of older oil circuit breakers, specifically of the General Electric (GE) type 21 

FK and FKA designs.  Safety, criticality, environmental responsibility, reliability 22 

and maintenance considerations were the basis for the recommendation.  GE 23 
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bushings of model Type U are documented throughout the electric utility industry 1 

as having a high failure rate.  As a matter of practice, when VELCO performs a 2 

larger capital project, such as here, it will take advantage of the opportunity to 3 

replace GE type FK and FKA oil circuit breakers and GE Type U bushings.   4 

 5 

 The Assessment revealed the 34.5 kV breakers at St. Albans are both of the GE 6 

FK design.  One breaker has GE Type U bushings, while the power factor test of 7 

the bushings on the other breaker revealed readings outside the normal range.  8 

The Assessment also noted the 34.5 kV breakers lacked dual trip coils, which are 9 

standard for VELCO’s redundant protection & control schemes.             10 

 11 

Since VELCO will use only one transformer at the substation, VELCO proposes 12 

to replace the associated 34.5 kV oil circuit breaker with a new 34.5 kV vacuum 13 

breaker.  Upon Project completion, VELCO will remove the existing 34.5 kV oil 14 

circuit breakers from the site and properly dispose of them in accordance with 15 

VELCO’s disposal methods.    16 

 17 

Existing 34.5 kV Instrument Voltage Transformers 18 

The 2007 KEMA Study referenced above endorsed VELCO’s practice of 19 

replacing existing molded voltage transformers (VT), particularly the GE JVT-20 

200 Super Bute model.  These VTs are documented as having a high failure rate 21 

and VELCO has an on-going replacement program.   22 

 23 



St. Albans Project, Docket No. _______ 
Prefiled Testimony of Douglas Best 

August 4, 2017 
Page 11 of 38 

 

2954884.1 

The Assessment revealed that the majority of the 34.5 kV VTs at the St. Albans 1 

substation are of the GE JVT-200 Super Bute model and VELCO proposes to 2 

replace these with new VTs.  Upon Project completion, VELCO will evaluate 3 

whether to dispose of the non-GE VTs or return them to VELCO’s inventory.  4 

Any VTs being disposed will be done so in accordance with VELCO’s disposal 5 

methods.      6 

 7 

Existing 115 kV and 34.5 kV Disconnect Switches 8 

The Assessment revealed some of the 34.5 kV disconnect switches are not 9 

adequately rated for the size of transformer and would need to be replaced.   10 

VELCO’s present design standards do not include the use of ground switches 11 

inside the substations, and when provided the opportunity, such as a larger capital 12 

project, VELCO will remove these switches.  13 

 14 

VELCO proposes to install new 34.5 kV disconnect switches that are properly 15 

rated for the new transformer.  The existing 34.5 kV disconnects will remain in 16 

service during construction and VELCO will remove them from the site upon 17 

Project completion.  VELCO will conduct an evaluation at that time to determine 18 

if it will return the 34.5 kV disconnects to VELCO’s inventory, or properly 19 

dispose of them in accordance with VELCO’s disposal methods. VELCO will 20 

remove the 115 kV ground switches from the site and properly dispose of them, 21 

as well.  22 

 23 
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Existing Control Building 1 

The existing control building is from the original 1958 installation.  The 2 

Assessment revealed the roof was severely rusted and should be replaced.  3 

Various portions of the exterior metal panels show signs of damage and paint loss.  4 

The present single P&C system and single battery system are housed within the 5 

existing control building.  The existing control building is approximately 20’ x 6 

20’, and the physical size will not adequately house the proposed upgrades 7 

necessary for the new P&C equipment, telecom equipment and batteries, and 8 

retain necessary maintenance work space clearance on the equipment. 9 

   10 

VELCO proposes to construct a new building of approximately 28’ x 36’ to 11 

adequately house the proposed P&C equipment, DC station service, AC station 12 

service, telecom equipment, and other ancillary systems.       13 

 14 

The existing control building will remain in service during the Project’s 15 

construction phase.  Upon Project completion, VELCO will dispose of the control 16 

building in accordance with VELCO’s disposal methods.   17 

   18 

Existing Substation Fence 19 

 VELCO substations must be enclosed by a chain link fence that meets the 20 

National Electric Safety Code (NESC) and is at least seven (7) feet in height.  21 

VELCO’s standard substation fence has a chain link fabric of eight (8) feet in 22 

height with one (1) foot of barbed wire.  When provided the opportunity, such as 23 
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a larger capital project, VELCO will replace or improve non-standard fence with 1 

a fence that meets the present design standards.     2 

 3 

 The Assessment revealed the GMP portion of the fence utilizes 8 feet of chain 4 

link fabric with 1 foot of barbed wire, was installed within the last 15 years and is 5 

in satisfactory condition.  VELCO installed the existing VELCO portion of the 6 

fence in 1958 and used 6 feet of chain link fabric and 1 foot of barbed wire.  The 7 

framework and barbed wire are rusted, but do not appear to be significantly 8 

deteriorated or brittle. 9 

 10 

 To improve substation security, VELCO proposes to replace the 6 feet chain link 11 

fabric and 1 foot barbed wire fence with a new fence that meets present design 12 

standards.  VELCO also proposes to expand the fence approximately 25 feet to 13 

the west to accommodate the new control building and to improve access to the 14 

substation equipment.                15 

 16 

 In order to maintain safety and security of the substation during construction, 17 

VELCO will replace the existing fence in stages and also possibly utilize 18 

temporary fence.  VELCO will remove the existing fence from the site and 19 

properly dispose of it in accordance with VELCO’s disposal methods. 20 

 21 

Construction Sequence 22 
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 To facilitate a safe construction area and to reduce the quantity and duration of 1 

outages to the substation, VELCO proposes to perform the construction activities 2 

in stages.  Much of the existing equipment will need to remain in service while 3 

the proposed improvements occur.  An attempt to reuse some of the existing 4 

equipment slated for retirement, as part of the proposed improvements, would not 5 

be practical and would potentially lengthen the duration of the substation outages.  6 

Therefore, the improved substation will be placed into service prior to the 7 

removal of equipment slated for retirement.   8 

 9 

VELCO will be contracting GMP to install temporary construction site power 10 

from the 12.5 kV distribution system, and GMP will install a pole-mounted 11 

temporary transformer on an existing pole outside the substation within the area 12 

examined for natural resource and historic site impacts. VELCO will also be 13 

contracting GMP to temporarily install a 34.5 kV mobile capacitor bank at the 14 

GMP North St. Albans substation.  GMP will install the mobile capacitor bank to 15 

provide additional voltage support on the GMP 34.5 kV system during planned 16 

outages of the VELCO St. Albans substation.  Since GMP is installing the mobile 17 

capacitor bank within the fence of the GMP North St. Albans substation, no 18 

additional examination of natural resource and historic site impacts are required.            19 

 20 

Q8. In summary, please describe the Project’s major substation components. 21 

A8. In order to address the noted deficiencies at the St. Albans substation, VELCO 22 

proposes to construct and operate the following major components: 23 
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• replace the 18/24/30 MVA and 30/40/50 MVA transformers with one 1 

33.6/44.8/56 MVA transformer, that includes secondary passive oil 2 

containment; 3 

• replace P&C equipment with new P&C equipment, including conduits, 4 

cable trench and control cable; 5 

• replace the DC station service with a redundant system that includes a 6 

transfer scheme and DC distribution panels; 7 

• replace the 34.5 kV AC station service transformers and associated AC 8 

distribution panels,  9 

• install an onsite generator capable of carrying the entire AC station service 10 

load; 11 

• replace the two circuit switchers with one 115 kV SF6 breaker and 12 

associated disconnect switch; 13 

• replace the two 34.5 kV oil circuit breakers with one 34.5 kV vacuum 14 

breaker; 15 

• replace the 34.5 kV instrument voltage transformers with new voltage 16 

transformers; 17 

• replace 34.5 kV disconnect switches that are under-rated and remove 34.5 18 

kV disconnect switches no longer required; 19 

• remove the two 115 kV ground switches;  20 

• replace the 20’ x 20’ control building with a new 28’ x 36’ control 21 

building; 22 
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• remove the 115 kV transmission line split outside the substation and 1 

remove the associated 115 kV lattice bay inside the substation; 2 

• install one new 34.5 kV steel box structure and remove one 34.5 kV steel 3 

box structure;  4 

• replace the VELCO owned substation fence and expand the fence to the 5 

west by approximately 25 feet; 6 

• install a full security system; and  7 

• replace the ground grid within the VELCO portion of the substation. 8 

Mr. McGann’s testimony includes exhibits detailing further engineering and 9 

design details of the substation upgrades. 10 

 11 

Q9.  Please describe the primary deficiencies at the VELCO St. Albans tap station and 12 

proposed solutions. 13 

A9. During the evaluation of the substation, VELCO identified two key deficiencies at 14 

the tap station:  lack of a dedicated SCADA RTU and lack of remote control for 15 

the line disconnect switch (214).   16 

 17 

Existing SCADA RTU 18 

Supervisory Control and Data Acquisition (SCADA) is electric utility industry 19 

standard nomenclature of the system used for remote control and status of 20 

equipment.  The SCADA system enables remote control of equipment, transfer of 21 

data and monitoring of systems.  The SCADA system requires a Master Station, 22 

which is normally located at a central operating office.  A Remote Terminal Unit 23 
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(RTU) is located at the remote facility, communicates with the Master Station and 1 

executes the commands from the Master Station. 2 

 3 

 The Assessment revealed the tap station did not have a dedicated SCADA RTU.  4 

Instead, the tap station was an extension of the SCADA RTU at the substation, 5 

with communications accomplished through VELCO’s fiber optic network.  As a 6 

result, a failure of the SCADA RTU at the substation will also impact the remote 7 

communication to the tap station.  Also, the hardware utilized cannot 8 

accommodate additional status and control points.   9 

 10 

 VELCO proposes to install a dedicated SCADA RTU inside the existing control 11 

building at the tap station, thus avoiding the possibility of a single point of failure 12 

that would potentially impact both the substation and the tap station. 13 

 14 

Existing 214 Line Disconnect Switch        15 

 Line disconnect switches 428 and 429 are located inside the tap station, and have 16 

the ability to be remotely controlled by SCADA.  Remote control requires power 17 

and control cables, and the existing 214 line disconnect switch is located several 18 

hundred feet away, on Structure #2.       19 

   20 

 VELCO proposes to install a new 214 line disconnect switch inside the tap 21 

station, and mount it on a new steel structure.  The new switch will have a motor 22 
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operator installed, with power and control cables, to enable remote operation via 1 

SCADA. 2 

 3 

 VELCO will remove the existing 214 line disconnect switch from Structure #2, 4 

and replace it with an X brace.  Upon Project completion, VELCO will evaluate 5 

whether it will properly dispose of the existing line disconnect switch, in 6 

accordance with VELCO’s disposal methods, or return it to VELCO’s inventory.    7 

 8 

Q10. In summary, please describe the Project’s major tap station components. 9 

A10. In order to address the noted deficiencies at the St. Albans tap station, VELCO 10 

proposes to construct and operate the following major components within the 11 

fence: 12 

• install a new SCADA RTU inside the existing control house to provide 13 

status and control of equipment at the tap station; 14 

• install a new motor-operated 115 kV disconnect, steel structure, 15 

foundation, conduits and control cable for remote control isolation of the 16 

tap line; 17 

• install a new 115 kV steel structure, foundation and lightning arresters to 18 

support the end of the tap line; and 19 

•       remove the two 115 kV ground switches. 20 

   21 

Mr. McGann’s testimony includes exhibits that provide engineering and design 22 

details of the tap station upgrades. 23 
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 1 

Q11. Please describe the deficiencies and modifications of the VELCO St. Albans 115 2 

kV tap line. 3 

A11. The improvements or modifications to structures XX, 1, 2, 14, 15 and 15-1, are a 4 

result of the proposed changes occurring inside the substation and the tap station, 5 

and as a result of the structure’s condition and configuration.   6 

 7 

Improvements or Modifications as a Result of the Substation and Tap Station Changes        8 

The proposed changes at the substation will require a change in the alignment of 9 

the 115 kV line into the substation.  This change in alignment will require 10 

VELCO to permanently remove or replace structures 14, 15 and 15-1.  The 11 

proposed changes at the tap station will require VELCO to permanently remove 12 

or replace structures XX and 1, and modify structure 2.  Mr. McNamara’s 13 

testimony and exhibits include further engineering and design details of the tap 14 

line modifications that are part of the St. Albans Project.     15 

 16 

Improvements or Modifications as a Result of the Tap Line Condition        17 

VELCO conducted a separate condition assessment of the entire tap line.  Many 18 

of the structures on the tap line require replacement due to condition, including 19 

structures XX, 1, 14, 15 and 15-1.   20 

 21 

Q12. In summary, please describe the Project’s major tap line components. 22 
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A12. In order to address the noted deficiencies at the St. Albans substation and tap 1 

station, VELCO proposes to construct and operate the following major 2 

components on the tap line: 3 

•  remove structures XX and 15-1; 4 

•  replace structures 1, 14 and 15; 5 

•  remove the 115 kV disconnect from structure 2 and install a cross brace. 6 

Mr. McNamara’s testimony and exhibits include further engineering and design 7 

details of the tap line modifications. 8 

 9 

Q13. Does VELCO plan on doing any maintenance work on the tap line while 10 

performing the Section 248 work discussed above? 11 

A13. Yes.  VELCO has other structures on the tap line that require maintenance or 12 

replacement.  These structures are not affected by the improvements at the 13 

substation or the tap station, and therefore fall outside Section 248 for the St. 14 

Albans Project.  Assuming the PUC issues VELCO a CPG to construct the 15 

Section 248 work discussed in my testimony, VELCO plans to take advantage of 16 

construction efficiencies and thus has identified structures on the tap line that will 17 

require maintenance or replacement.   18 

 19 
Q14. Please describe the proposed vegetation clearing plan for the Project. 20 

A14. VELCO will need to remove approximately 0.6 acres of vegetation to construct 21 

the Project.  Please see Exhibit Petitioner DEB-3 (Vegetation clearing plan). 22 

 23 
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Q15. Will the Project require any blasting? 1 

Q15. VELCO does not yet know if blasting will be required and will know when below 2 

grade construction activities begin.  If the Project requires blasting, VELCO will 3 

follow its blasting plan as previously approved by the PUC in Docket 8605.  4 

Please see Exhibit Petitioner DEB-4 for the previously approved blasting plan. 5 

     6 

Q16. Please describe the approach for developing the Project’s cost estimate. 7 

A16. The first step was to identify the resources required to plan, design, and construct 8 

the Project.  VELCO developed the cost estimate utilizing seven (7) categories to 9 

establish the total cost for each Project element.  The seven (7) resource 10 

categories are as follows: 11 

• Material 12 
• Labor 13 
• Equipment 14 
• Indirects 15 
• Escalation 16 
• Capital Interest 17 
• Contingency 18 

 19 

Q17. Please summarize the process used to develop the direct and indirect costs. 20 

A17. VELCO developed the Direct Costs using cost data from projects VELCO 21 

recently completed or which are in progress.  Specifically, VELCO used cost data 22 

associated with recent VELCO substation and line projects to develop the 23 

material, labor and equipment costs.  VELCO utilized vendor cost data for 24 

portions of the Project scope for which VELCO did not have recent actual cost 25 

data from its prior projects. 26 
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 1 

VELCO estimated labor and equipment costs using preliminary detailed designs. 2 

The detailed line items for each Project element were estimated into sub- 3 

categories following the Federal Energy Regulatory Commission (“FERC”) code 4 

chart of accounts.  Developing the cost estimates by FERC code enhances 5 

VELCO’s ability to track costs in a manner consistent with the reporting format 6 

of actual costs as required by FERC. Also, escalation costs can be more 7 

accurately calculated by applying the Handy-Whitman cost index to the estimated 8 

costs by FERC code. 9 

 10 

The Project team also developed the estimated costs for Indirects, Escalation, 11 

Capital Interest and Contingency. 12 

 13 

VELCO estimated the Indirect Costs based on the resources required to support 14 

the Project completion by resource category.  Resource categories included in the 15 

Indirect estimated costs include: Engineering and Design; Operations; Planning; 16 

Communications; Environmental Engineering; Archeological Studies; Field 17 

Surveys; Impact Mitigation; Aesthetic Impact; Legal Expenses; Regulatory 18 

Permitting and Filings; Administrative Overhead; Mobilization and 19 

Demobilization; Project Management; Construction Supervision; and Project 20 

Administration.   21 

 22 
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The Indirect estimated Project costs support services are based on the number of 1 

people/hours (Level of Effort or LOE) required to support the particular function 2 

as well as outsourced consulting services for each resource category (e.g. 3 

archaeology studies, engineering, and surveying, etc.). 4 

 5 

VELCO Project Controls developed escalation costs by using an anticipated 6 

2017-2019 spending plan and projected Handy-Whitman cost index and consumer 7 

price index (CPI). 8 

 9 

VELCO applied Capital Interest (interest cost during construction) and also 10 

followed the Project spending plan as applied to the escalation cost calculation. 11 

The Capital Interest rate is typically based on the company’s credit rating and is 12 

subject to change based on the financial market conditions. 13 

 14 

Finally, the Project cost estimate also accounts for a contingency of fifteen-15 

percent (15%) due to the preliminary detailed designs and the uncertainty and risk 16 

associated with the Project level of definition. 17 

 18 

Q18. What is the total cost estimate for the VELCO Components based on the various 19 

cost elements and resource categories described? 20 

A18. The total cost of the Project is estimated at $10,637,648.  The total cost estimate is 21 

comprised of 5,863,491 of Direct Costs (encompassing Material, Labor and 22 

Equipment), $2,987,525 of Indirect Costs, $294,168 in Escalation, $381,525 in 23 
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Capital Interest, and $1,110,938 in Contingency.  Please refer to Exhibit 1 

Petitioner DEB-5 for a cost summary by resource category and Project elements. 2 

 3 

Q19. What is the design basis for the substation, tap station, and tap line Direct cost 4 

estimate? 5 

A19.  The substation and tap station Direct cost estimates are based on the General 6 

Arrangement Plans and the One-Line Diagrams as presented in Mr. McGann’s 7 

testimony and exhibits.  The tap line Direct cost estimate is based on the Plan and 8 

Profile Drawings and Structure Assembly Typical Details as presented in Mr. 9 

McNamara’s testimony and exhibits.   10 

 11 

Q20. What risk elements did VELCO consider when developing the cost estimate and 12 

how were the risks addressed in the cost estimate? 13 

A20. Risk elements considered are the Project duration, level of certainty regarding 14 

ground condition for below grade work, required aesthetic and environmental 15 

mitigation measures, volatility regarding escalation rates, temporary 16 

configurations necessary to support construction and potential resource 17 

constraints at the anticipated time of construction. Per standard project 18 

management practices widely recognized by organizations such as the Project 19 

Management Institute, VELCO applied contingency to the estimate to account for 20 

these risks. 21 

 22 
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As described in my testimony, VELCO applied a contingency of 15% to the total 1 

estimated cost based on the current level of Project definition. 2 

 3 

Q21.  Are any portions of the Project upgrades expected to be eligible for Pool 4 

Transmission Facilities (“PTF”) regionalized cost recovery? 5 

A21.  The substation and tap line, including line disconnect switch 214, are not eligible 6 

for PTF cost recovery as these facilities are not considered part of the 7 

transmission network.  The tap station receives PTF treatment, as will the 8 

proposed SCADA RTU installation.  The installation of the non-PTF line 9 

disconnect switch 214 inside the tap station will result in some of the tap station 10 

assets being allocated between PTF and non-PTF.     11 

 12 

Q22.  What is the Project schedule? 13 

A22.  We propose to begin Project construction as soon as possible after receiving the 14 

required permits and approvals.  Currently, the estimated construction schedule is 15 

from the spring of 2018 with a targeted completion date of December 2018.  This 16 

assumes receipt of a CPG by the end of March, 2018.  A failure to achieve this 17 

schedule will likely have adverse impacts on Project execution and overall Project 18 

cost.  Construction would take place between the hours of 7:00 A.M. and 7:00 19 

P.M. Monday through Friday, and between 8:00 A.M. and 5:00 P.M. on 20 

Saturdays.  No construction will take place on Sundays, or state or federal 21 

holidays.  VELCO requests, however, that these restrictions do not apply to 22 
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construction activities that VELCO must perform during any required outages that 1 

may be needed to maintain system reliability.  2 

 3 

3. Criteria on Public Outreach [Docket No. 7081] 4 

Q23. Has the Project development conformed to the transmission planning 5 

requirements approved in the Memorandum of Understanding (MOU) of Docket 6 

No. 7081? 7 

A23. Yes.  8 

 9 

Q24. Please describe VELCO’s public outreach efforts related to this Project.    10 

A24. VELCO designed the public outreach efforts to meet the requirements of the 11 

MOU from Docket No. 7081.  VELCO specifically reached out to the local 12 

community in St. Albans.  Once the Project’s need and site details were further 13 

refined, VELCO issued a 45-day advance notice describing the Project to the 14 

abutting landowners, landowners within the broader community, the Town of St. 15 

Albans Selectboard, the Town of St. Albans Planning Commission, the Northwest 16 

Regional Planning Commission, Department of Public Service, Agency of 17 

Natural Resources, Vermont Division of Historic Preservation and the City of St. 18 

Albans (the Project is not within the City of St. Albans but VELCO sent the letter 19 

to the City as a courtesy). VELCO Project staff met with the Town of St. Albans 20 

Select Board regarding the Project, with no comments or concerns expressed.  All 21 

stakeholders were invited to a public meeting to provide face-to-face interaction 22 

for questions and feedback.  The public meeting was scheduled in the evening on 23 
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a week day for the convenience of interested persons and two members of the 1 

public attended.  Participants were offered other means of communicating with 2 

VELCO including phone and email transmittals.  The VELCO website also 3 

provides constant availability for those with internet access to Project information 4 

and provides a means of submitting requests for information via an on-line 5 

contact form.  Please see Exhibit Petitioner DEB-6 (45-day Package). 6 

 7 

Q25. How did VELCO address the comments and input that were received from the 8 

public outreach efforts? 9 

A25. Two landowners attended the public meeting and both were primarily concerned 10 

with possible aesthetic impacts due to vegetation clearing that would be required 11 

around the substation and on their properties.  VELCO has been communicating 12 

with these landowners and has established a clearing and planting plan that 13 

includes their input.  The planting plan provided as an exhibit to Mike Buscher’s 14 

testimony incorporates the planting plan as agreed to by the landowners. 15 

 16 

4. Orderly Development [30 V.S.A. § 248(b)(1)] 17 

Q26.  Will the Project unduly interfere with the orderly development of the region? 18 

A26.  No. The Project will have a favorable impact on the orderly development of the 19 

region in that it will improve the reliability of the region’s existing electrical 20 

supply while not adversely impacting the environment or aesthetics.  The 21 

proposed Project is consistent with the 2012 Town of St. Albans Town Plan 22 

(“Town Plan”).  The Town Plan acknowledges that VELCO provides service to 23 
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the area, but contains no language addressing the construction or operation of 1 

substations.  Exhibit Petitioner DEB-7 (Town Plan at 101).   2 

 3 

The Town Plan establishes a broad vision statement: “The Town of St. Albans 4 

will be a town where there is balance between residential, commercial and 5 

industrial development for robust and sustainable economic growth and a town 6 

with wholesome neighborhoods, agricultural character and natural, cultural and 7 

historical resources.”  Exhibit Petitioner DEB-7 (Town Plan at 9).  It also sets 8 

forth the following relevant land use goals:  9 

• Scenic resources should be a consideration in the development 10 
of land; including ridgelines, foregrounds of distant views, 11 
open lands, vistas and historic village settlements. The scenic 12 
resources contribute to the attributes that makes the Town of 13 
St. Albans an attractive place to conduct business, live and visit 14 
(Town Plan at 68) 15 

• Development on steep slopes may upset the natural slope 16 
repose angle and the removal of vegetation and the injection of 17 
effluent by onsite sewage disposal may increase runoff, erosion 18 
and the possibility of mass movement or slumping unless 19 
properly designed Development on hillside slopes should be 20 
regulated as to address the impacts that may occur. (Town Plan 21 
at 69) 22 

• The Town of St. Albans has a vested interest in the protection 23 
of endangered or threatened species and will work with the 24 
agencies involved to ensure that the Town of St. Albans 25 
maintains a proactive position. (Town Plan at 69) 26 

 27 

Please see Exhibit Petitioner DEB-7 for Town Plan excerpts.   28 

The proposed Project complies with these goals by increasing electric reliability 29 

in the St. Albans area on previously developed sites and right-of-way for the 30 
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Project, thus limiting environmental and aesthetic impacts. As discussed in 1 

Andrew McMillan’s prefiled testimony, the Project has no impact on endangered 2 

or threatened species and will not be built on steep slopes. The Town Plan does 3 

not contain land conservation measures applicable to the proposed Project.  As 4 

such, the Project is consistent with the Town Plan. 5 

 6 

VELCO also examined the Northwest Regional Planning Commission’s (NRPC) 7 

Vermont Development Association’s 2015 Regional Plan (“NRPC Plan”).  The 8 

NRPC Plan acknowledges that VELCO provides transmission service to 9 

Vermont.  Exhibit Petitioner DEB-7 (NRPC Plan at 37).  The NRPC Plan does 10 

not specifically address substations that are needed for reliability projects nor 11 

does it discuss the particular parcels where the Project seeks to install the 12 

upgrades.  However, it contains the following related goals that fall under the 13 

NRPC Plan’s guidance for “energy-generation facilities”:  14 

• “[E]nsure that energy generation, distribution and transmission facilities 15 

effectively analyze all anticipated socioeconomic, environmental, aesthetic/scenic 16 

and public health and safety impacts—both positive and negative—and avoid 17 

undue adverse impacts in these areas. Adverse impacts that cannot be avoided 18 

shall be minimized and mitigated.”   (NRPC Plan at 42) 19 

• Upgrade existing and construct new energy transmission/distribution lines 20 

or facilities when necessary to improve supply, reliability and efficiency.  (NRPC 21 

Plan at 42) 22 
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•  Build new distribution lines adjacent to and parallel to existing 1 

operational energy transmission corridors except where doing so results in undue 2 

negative economic or environmental impacts.  (NRPC Plan at 42) 3 

Please see Exhibit Petitioner DEB-7 for NRPC Plan excerpts.   4 

 5 

The Project is consistent with and promotes these goals as the Project is 6 

essentially improving existing electric facilities.   7 

 8 

The NRPC Plan defines “substantial regional impact” as it relates to Section 248 9 

projects as: 10 

a new or expanded generating or transmission facility, electrical or 11 
other, located within more than one municipality that requires 12 
Public Service Board Approval under 30 V.S.A. § 248  13 
 14 

  Exhibit Petitioner DEB-7 (NRPC Plan at 116.) 15 

 16 

The proposed Project does not constitute a substantial regional impact because it 17 

will not have a substantial impact on two or more municipalities, resources within 18 

the region, or change the existing development pattern.  In fact, the Project will 19 

improve the region’s electric reliability with limited impacts to natural resources 20 

or scenic views by locating the Project in areas adjacent to pre-existing electric 21 

utility infrastructure.  The NRPC Plan did not contain any applicable land 22 

conservation measures.  Thus, the Project is consistent with the Regional Plan. 23 

 24 
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Letters addressing the Project were received from both the Town of St. Albans 1 

Planning Commission and the Regional Planning Commission.  Please see 2 

Exhibit Petitioner DEB-8 (Planning Commission Letters).     3 

 4 

5. Need for Present and Future Demand for Service [30 V.S.A. § 248(b)(2)] 5 

Q27. Is the Project required to meet the need for present and future demand for service 6 

which could not otherwise be provided in a more cost effective manner through 7 

energy conservation programs and measures and energy efficiency and load 8 

management? 9 

A27. Yes.  The VELCO St. Albans substation and tap station condition as discussed 10 

above are the main drivers of the need for the proposed Project.   Energy 11 

efficiency and load management actions could not resolve these problems.  12 

 13 

VELCO also presented the proposed Project to the Vermont System Planning 14 

Committee (VSPC). The Project screened out of the VSPC’s test for Non-15 

Transmission Alternative (NTA) analysis.  Thus, VELCO did not perform an 16 

NTA analysis.  Please see Exhibit Petitioner DEB-9 (March 28, 2017 VSPC 17 

Geotargeting Subcommittee Meeting Summary Excerpt and March 28, 2017 18 

Presentation to the VSPC). VELCO presented the Project and NTA screening 19 

form at the meeting, which does not require specific project design details and 20 

cost information.   21 

 22 

Q28. Could the same benefits be achieved by transmission alternatives? 23 
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A28. No.  Because the need for the Project is based on the condition of an existing 1 

substation, tap station and tap line, VELCO did not perform a Transmission 2 

Alternatives (TA) analysis.  3 

 4 

Q29. Has VELCO considered and assessed whether the proposed Project represents the 5 

least-cost alternative to resolving the deficiencies discussed above? 6 

A29. Yes, please see the Assessment, which examined other potential approaches to 7 

resolving the deficiencies and explains why VELCO rejected those approaches.  8 

Exhibit Petitioner DEB-2.  Furthermore, VELCO followed the MOU with the 9 

Department of Public Service (DPS) under Docket 8385, which included project 10 

reviews with the DPS staff.  11 

 12 

6. System Stability and Reliability [30 V.S.A. § 248(b)(3)] 13 

Q30. What impact will this upgrade have on system stability and reliability? 14 

A30.  The Project will have no adverse impact on the stability and reliability of 15 

VELCO’s transmission system.  In fact, the Project will improve system safety 16 

and reliability by replacing equipment of less than adequate condition.  17 

 18 

7. Economic Benefit to the State [30 V.S.A. § 248(b)(4)] 19 

Q31. Will the Project result in an economic benefit to the State? 20 

A31. Yes.  The Project will create economic and safety benefits to the citizens of 21 

Vermont.     The Project will increase property tax revenues based on the capital 22 

investment required for the upgrades. Additionally, there will be some local 23 
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economic benefits associated with engaging local businesses and contractors 1 

during the construction phase of the Project. 2 

 3 

8. Air Pollution (Noise), Public Health and Safety [30 V.S.A. § 248(b)(5)] 4 

Q32.  Has VELCO evaluated the Project’s sound impacts? 5 

A32.  Yes. VELCO retained Resource Systems Group, Inc. (“RSG”) to conduct a pre-6 

construction sound monitoring study to determine the existing sound conditions at 7 

the St. Albans Substation, and closest residences.   The tap station has no sound 8 

producing equipment.  Please see Exhibit Petitioner DEB-10 (St. Albans Project 9 

Preconstruction Sound Study).  10 

 11 

VELCO has regularly called upon RSG’s services for equipment sound study to 12 

assist in project development and permitting, and refers to the expert’s study 13 

report to review and evaluate potential project impacts.  14 

 15 

Q33.  Please describe the results of the sound monitoring. 16 

A33.  RSG performed sound measurements of the existing St. Albans Substation and at 17 

the two closest residences to determine existing sound levels. The closest 18 

residence to the west of the substation is located approximately 75 meters (250 19 

feet) away on Green Mountain Drive (“Residence 1”).  The closest residence to 20 

the substation is located approximately 60 meters (200 feet) to the north, along 21 

Vivian Lane (“Residence 2”).  22 

 23 
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Long term sound level measurements at the residence (Residence 1) west of the 1 

substation (Monitor A) registered a daytime sound level of 40 dBA L90 and 49 2 

dBA Leq, and a nighttime sound level of 40 dBA L90 and 48 dBA Leq.  3 

   4 

Long term sound level measurements at the residence (Residence 2) north of the 5 

substation (Monitor B) registered a daytime sound level of 41 dBA L90 and 49 6 

dBA Leq, and a nighttime sound level of 41 dBA L90 and 47 dBA Leq.   7 

 8 

Q34. Please describe RSG’s methodology for estimated sound level changes as a result 9 

of the new components at the substation. 10 

A34. As described in the report, RSG conducted the sound level modeling of the new 11 

transformer by applying the International Standards Organization ISO 9613-2 12 

standard, which takes into account equipment sound specifications and the 13 

surrounding features including, for example, the surface reflection and absorption, 14 

or other terrain and meteorological conditions. RSG conducted its study based on 15 

acoustical modeling software used by many other sound control professionals in 16 

the United States and abroad.  Please see Exhibit Petitioner DEB-10, Section 4.0.  17 

 18 

The sound propagation modeling estimates that the overall sound level at the 19 

worst case residence (Residence 2) would decrease.  RSG estimated sound levels 20 

after the Project to be: 27 dBA ONAN and 32 dBA ONAF at Residence 21 

2/Receiver 692 (an approximate 5 to 10dB lower than existing levels).  Therefore, 22 
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RSG’s report concluded that the Project will not create an undue adverse impact 1 

under the air pollution criteria regarding noise. 2 

 3 

Q35.  Are any sound mitigation measures necessary for the Project? 4 

A35.  No.  RSG predicts no adverse sound impacts to the nearest residences as a result 5 

of the Project and thus does not recommend mitigation measures.  For these 6 

reasons, VELCO does not propose post construction sound measurements or 7 

monitoring.  8 

 9 

Q36.  Will the Project have any adverse effects on the health, safety, or welfare of the 10 

public or adjoining landowners?  11 

A36.  No. VELCO will design and construct the Project in accordance with National 12 

Electric Safety Code requirements. The Company will adhere to prudent utility 13 

construction practices throughout the construction phase, and the Project will not 14 

endanger the public or adjoining landowners. VELCO will operate and maintain 15 

the substation equipment installed as part of this Project in the same safe manner 16 

that the company operates and maintains all of its facilities.  17 

 18 

9. Transportation Systems/Traffic [10 V.S.A. § 6086(a)(5)] 19 

Q37. Please describe the Project’s potential impacts with respect to use of public roads.  20 

A37. The Project poses no long-term traffic impacts in the Town of St. Albans.  21 

VELCO anticipates only minor, short duration traffic impacts, if any, due to 22 

deliveries of equipment and material to the substation site during the construction 23 
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period (expected to be from April 2018 to December 2018). Such deliveries will 1 

use existing roads with vehicles that are commonly used on public roads. During 2 

delivery of any large equipment, VELCO will employ the services of traffic 3 

control personnel to manage traffic flow.  VELCO will obtain all required 4 

highway permits associated with the work and deliveries. 5 

 6 

Q38. Will the Project affect railway transportation?  7 

A38. No.  VELCO does not anticipate that the Project will impact railway 8 

transportation. 9 

 10 

Q39. Where will VELCO store equipment during construction? 11 

A39. VELCO will use the existing VELCO and GMP substation parcels and VELCO 12 

right-of-way easements to stage any material needed during construction.  These 13 

staging areas are within the Project area that VELCO studied for impacts to 14 

environmental criteria.   15 

 16 

10. Educational & Municipal Service [10 V.S.A. § 6086(a)(6)&(7)] 17 

Q40. What impact will the Project have on educational and municipal services? 18 

A40. The Project will not have any impact on educational or municipal services. 19 

 20 

11. Development Affecting Public Investments [10 V.S.A. § 6086(a)(9)(K)] 21 

Q41. What impact will the Project have on public investment in a public resource? 22 
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A41. The Project will not unnecessarily or unreasonably endanger any public or quasi-1 

public investment in any facility, service, or lands, or materially jeopardize or 2 

interfere with the function, efficiency, or safety of, or the public’s use or 3 

enjoyment of or access to any facility, service, or lands. 4 

 5 

12. Compliance with Integrated Resource Plan [30 V.S.A. § 248(b)(6)] 6 

Q42. Is the Project consistent with VELCO’s least cost Integrated Resource Plan? 7 

A42. VELCO does not have an integrated resource plan. As a transmission-only 8 

company, VELCO periodically produces transmission studies. Specifically, 9 

VELCO issued a 2015 Vermont Long-Range Transmission Plan.  The St. Albans 10 

Project is not identified in the 2015 Plan due to its condition based scope of work.   11 

 12 

13. Compliance with Vermont Electric Energy Plan [30 V.S.A. § 248(b)(7)] 13 

Q43.  Is the Project consistent with the Twenty-Year Electric Plan? 14 

A43. Yes.  Vermont’s Twenty Year Electric Plan (“the Plan”) adopted by the 15 

Department of Public Service in December 2011 sets forth several basic 16 

objectives that must be satisfied in serving the public interest.  See Plan Section 17 

1.2.  The Plan seeks to ensure grid reliability.  The Plan also strives to maintain a 18 

safe, reliable, affordable, and environmentally sound energy supply.  Similarly, 19 

the Plan recognizes statutory goals in which Vermont meets its energy service 20 

needs in a manner that is adequate, reliable, secure, and sustainable and that 21 

assures affordability.  The Project strikes the proper balance between each of 22 

these objectives.  Specifically, VELCO has proposed a Project that restores and 23 
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maintains system reliability.  Moreover, VELCO’s proposal to perform the St. 1 

Albans Project in an area that already hosts other electric infrastructure limits the 2 

environmental impact.  VELCO has asked the Department for a determination 3 

under 30 V.S.A. § 202(f) that the Project is consistent with the 20-Year Plan. 4 

 5 

14. Impact on Vermont Utilities and Customers [30 V.S.A. §248(b)(10)] 6 

Q44. Can existing or planned transmission facilities serve the Project without creating 7 

an undue adverse effect on Vermont utilities, customers, or existing transmission 8 

facilities? 9 

A44. Yes.  Existing transmission facilities can serve the Project without creating an 10 

undue adverse effect on Vermont utilities and customers.  The proposed Project 11 

consists of upgrades at an existing substation, tap station and tap line and are 12 

designed to enhance the existing utility system and to improve service to 13 

customers.  VELCO has, and will continue to coordinate the work with GMP to 14 

minimize impacts during construction and ensure worker safety.   15 

 16 

15. Conclusion 17 

Q45. Does this conclude your testimony at this time? 18 

A45. Yes, it does.⋅ 19 
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